1 REVISOR 4715.1340

4715.1340 FLUSHOMETER VALVES.

Flushometers shall be installed so that they will be readily accessible for repair.
Flushometer valves shall not be used where the water pressure is insufficient to properly
operate them. (See part 4715.1770, subpart 2.) When the valve is operated, it shall
complete the cycle of operation automatically, opening fully and closing positively under
the water line pressure. Each flushometer shall be provided with a means for regulating
the flow through it. Flushometer valves installed on any plumbing fixture or equipment
whose water supply inlet or portion thereof can be submerged shall be provided with a
vacuum breaker.
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